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The Kyoto Protocol of the UNFCCC was the start of the

EU-F-Gas-regulation and has the target to reduce

greenhouse gas emissions into the atmosphere

A SF, emission reduction is the focus of every (F-Gas-) regulation

1997
Kyoto Protocol

2006
First EU-F-

Gas-regulation
(EC) 842/2006

SIEMENS
2011 === -
Report of the EU-
commission on
the application,
effects and 2014
adequacy of the |Second EU-F-

F-Gas-regulation |Gas-regulation
(EC) 842/2006 |(EC) 517/2014

A The EU-F-Gas-
regulation had to be
implemented by
every European
member state
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German voluntary
self-commitment
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2008

German national
Chemicals
Sanction
regulation

Varnndeeng rum Schute des Klima ver
Veranderungen durch den Emirag bestimmter
Auarierter Traibhausgase [Chamikalen-

Elimaschutzversrdnung « Chem KEmaschatzih

A Additionally national
regulations define
further standards for
fluorinated gases
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EU-F-Gas-regulation (EG) 517/2014
Involves 28 member states

SIEMENS

A Complex, because 2 8 A-made-substancesii
(all F-gases) are considered

No restrictions on the application of SF in electrical

power equipment and SF, switchgear

A Contains requirements for producers and operators of
SF¢ electrical power equipment and implementation
dates

A The new F-Gas-regulation has to be transferred into
national regulations until January 1st, 2017 (Article 25)

A Until July 1st, 2020, the Commission shall publish a
report assessing if reliable alternatives exist, which will
allow the replacement of F-Gases in new MV secondary
switchgear (Article 21)

A Further report on the effects of the regulation to be
published in 2022 (Article 21)

Link for all regulations: www.eur-lex.europa.eu
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http://eur-lex.europa.eu/legal-content/EN/TXT/?qid=1463487189594&uri=CELEX:32014R0517

Implementing Regulations for SF; electrical power
equipment derived from the SIEMENS
EU-F-Gasregulation 517/2014

EU-F-Gas-regulation Implementing =

517/2014 Regulations

Training and : (EU) 2015/2066
Certification AUEIEE (17. Nov 2015)

(EU) 2015/2068
(17. Nov 2015)

(EU) 1191/2014
(30. Oct 2014)

Labelling Article 12

Reporting Article 19

Important articles of the EU-F-Gas-regulation 517/2014 have been detailed in
iImplementing regulations for easier application
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EU-F-Gas-regulation 517/2014 —
Prevention of emissions, leak checks and leakage SIEMENS
detection systems

Article Art. 3-5

Intentional release shall be prohibited

Leakages have to be minimized, detected leakages have to be repaired without undue
delay, verify effective repair (< 1 Month)

Leak checks A SF, electric power equipment is not affected provided they comply
with one of the following conditions

Tested leakrate of less than 0.1% per year v Vv
Equipped with a pressure or density monitoring device Vv Vv
10 Or it contains less than 6kg of fluorinated greenhouse Vv
11 gases (per compartment)
12 Leakage detection systems have to be installed from 15t January 2017 i for
functionality reasons, in most of the cases, already implemented in the past
19

Leakage detection systems shall be checked at least once every 6 years
21 SF¢ electric power equipment containing less than 500ton CO.e (approx. 22kg SFg) do
not need a leakage detection system

* Type tested
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EU-F-Gas-regulation 517/2014 — SIEMENS
Recovery, Training and Certification

Article

3

4

5

6
8
11
12
19
21

Art. 8

Operators shall ensure that the recovery of fluorinated gases is
carried out by natural persons that hold the relevant certificates
provided for by Article 10

Art. 10
As per 18t July 2017 the persons carrying out the tasks below

shall be trained and hold a certificate provided for by Article 10
Installation, servicing, maintenance, repair and decommissioning of
SF electric power equipment + recovery of fluorinated greenhouse gases

Only for on-site works A No certification in the factory as processes are
automated (attention: maintenance of SF,-handling equipment in factory)
Existing certificates issued in accordance with regulation (EC) no. 842/2006
remain valid

Member States shall recognize certificates issued in another Member State
(attention: language)
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EU-F-Gas-regulation 517/2014 — SIEMENS
Labelling

Article A Products and equipment must
be labelled P Example of EU-label (A) Art. 12

(ool e> NN INING) RN SN I V)

10
11

19
21

ettt B st et _._.__I
i T : : ra namio afak Yy
Reference to fluorinated 0. Entat turiones Tnhaunges T eyt S sfekia |
: EN: Contains fluorinated greenhouse gas LV: Satur fluseatas aillumnicetekta gazes !
greenhouse gases (A) and || 86: Craneme dmormpern raproenresces MIT: Kontenut gas tat tp “Sourinated greeahouse” | |
e e [T PRl T PR W e — |
) i . |
amount in kg SF; A 2015; || GWP SF4 22800 i
| |_EN: Contains fluorinated greenhouse gases |
and | ;I' Sisdhdd lucrattua tas-vihu-clne;caasuia ;,'Z “'-] ;HEP;::;TD;;M;‘;;;;‘;H;;H raa |
i FR: Conflent du gaz & sffet de sare flusrd 1 SK: Obsahuje udrovany skienikowy piyn I
Coze and GWP* A 2017 I GA: Ina bhiull géis cheagtha teasa fhiuairnithe | SL: Vsabuje Buorrane toplogredne pline i
i HE:  Sodrd fisnrirons stobianifia milneas BV Innahdllar flurmarsda wiathi mnasar
Labels shall be placed on the Example of SF, quantity label
eCIUipment Fabrik-Nr L3 Ariage
I f . h ” Senal no 12 45678 CB Switchgear
nformation sha Gasraum | Gas compariment ooz o3 fod]os| o6
be included in Frndruckbm |
. t t I SF6-Uberdruck Filing pressure at 2C) 56 ) 45 4.5| 45| 45| 45| 45
INStruction manuals Gauge pressure .
and in descriptions GWP Ske: 22500 U
d for ad pt' _ a Banked Mass of CO,equivalent _ . [..1.,
used for advertising — ' '
[ka] IEankad mazs of SF6
Tresbhauspotenzia IGIul:uaI warming polential 22 800
* Global Warming Potential ] Likids Fllimenge
Banked mass of CO2e
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EU-F-Gas-regulation 517/2014 — SIEMENS
Record keeping and Reporting

Article Art. 6 and 19

3 | rARecord keeping (installed amount, leaking quantities) for equipment
4 containing Sk, is not required as a leakage detection system (pressure or
- density monitoring device with remote signalling function) is installed
according to Article 4
n_ However operators of Sk, electric power equipment should continue with
8 their established internal documentation processes as agreed upon
10 national self commitments

11 J On 31 March of each year (introduced in 2015), the amount of bulk SF

12 imported into or exported from the EU has to be reported, with reference to
the previous year
1 This is valid for manufacturers and operators

In addition operators have to report the amount of SF; contained in
equipment imported into the EU
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2003 :
CIGRE 2
recycling o7, Beveums auroe
guide Y-

Assure long-term

CIGRE brochures give guidance for the
environmental friendly handling of Sk,

2010 | 430
CIGRE

tightness

guide P

Guarantee of SF tightness

SIEMENS

2014

CIGRE
Guide for
SF, analysis

567

BEE deaadpiih ba AR OIS
#red N Coredon

SFg analysis for condition assessment,

including dew point measurement w/o
opening compartment

due to state-of-the-art
equipment and testing

application of SF4

2005 - 2014
CIGRE pa£) minimization =
handling ‘GUIDE FOR THE PREPARATION Of SF6 d uri ng oS R TH R i R et

OF CUSTOMISED

guide “PRACTICAL SpoHANDLNG routine testing

Igre Avoid SF4 handling losses Guide to minimize the use of SFg

during routine testing in the

due to state-of-the-art
handling

factory including site activities

Current CIGRE activity regarding SF

WG B3. 40 A Me
parameters of SF;-Ga s 0
(publication planned in
2017)

Link: www.e-cigre.org
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) SIEMENS
CIGRE SFg4-brochures

Concepts What shall be done?

AKeep SF, in a closed cycle A tightness of equipment but also of
reclaimers, pipes etc.

A Avoid any deliberate release A repair of leaks without undue delay

A Allow SF re-use on-site A long SF life time

Sustainable application of Sk,

A State-of-the-art handling-equipment A recover all SF¢ (0 mbar/psig*)
A State-of-the-art SFg quality checks A gas collecting capability
A State-of-the-art measurement A clear parameters

A State-of-the-art equipment A extended maintenance intervals
A Best available processes A trained and certified service staff for
Sk, handling

A Many CIGRE brochures have been transferred into Standards and regulations
AClI GRE ,GS&en Book” planned

* 1 mbar = 0.0145 psig
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‘ !
..... o e A Published in the

......

R ELECTRA magazine

" g "‘1‘“““ .
e et T no. 274, in June 2014

ot
" N
A

st

(echoolody , . .
N L é gives a general overview of
o SF, and its application in the
electrical industry

* Monthly magazine of CIGRE
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IEC and the application and handling of sulfur

hexafluoride (SFkg) in high-voltage switchgear and SIEMENS
controlgear
Focus on SF, Quality Focus on avoiding emissions
1995 2005 e 2013
IEC 61634 IEC 60376 S IEC 62271-4
Use and handling of sulfur hexafluoride Specification of R Handling procedures for SF4 and its mixtures

(SF¢) in high-voltage switchgear and controlgear technical grade SF

. . . for use in electrical . -
Was issued considering equipment Replaced the first edition of

Health and Safety aspects IEC/TR 62271-303

2004 e = | 2008
IEC 60480 mew =2 | |ECITR 62271-303

Use and handling of sulphur hexafluoride (SFg)

Guidelines for the

checking and treatment ~ ===s=ass ] w
of SF, taken from Major revision of the former

electrical equipment : IEC 61634, includes
and specification for

Its re-use

sections of the CIGRE
handling guide no. 276
issued in 2005

Focus on SFg Quality
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Which Measures have been implemented by SIEMENS
Operators in order to reduce emissions?

What is SF5 emission?

Leakage losses + Handling losses — SFg-Emission
| eakage | osses can bg%QT%ideMamijng | osses can b
A Gas-tight equipment A Trained personal

SF leak detection systems A State-of-the-art handling- and
measurement equipment

A Long maintenance intervals to

A
A Immediate repair of leaks
A reduce openings

Replacement of electric
power equipment, even
before end of lifetime
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Installed base and emission of SF; in electric SIEMENS
power equipment in Switzerland

500,000 0.9
- ® issi _
450000 | . Inventory Emission rate = | og
400,000 | . 1 0.7
350,000 | ® — [ ] - — 1 06
> 300,000 | _ <
S = 105 ¢
£ 250,000 | =
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200,000 | B
O ,
150,000 | o= = 03
e
100,000 | ° . 1 0.2
50,000 | ~ ® % o1 0150
: 0
0 0.0

03 04 05 06 O7 08 09 10 11 12 13 14 15
SFg-i nventory and emission rate of electric power equipment Ur
in operation from 2003 — 2015 in Switzerland (Data SwissMEM SFg-balance 2015)

The finally achieved emission rate for Switzerland of 0.12% seems to be very close to the
possible optimum

All known measures have been implemented including the replacement of leaking
equipment and controlled pressure systems
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Installed base and emission of Sk4 in electric SIEMENS
power equipment in Germany

1.500.000 1.1
=== lInventory (kg) ==s=Emissionrate (%) |

1.400.000 1 + 1.0

1.300.000

1.200.000 1

1.100.000 1

1000.000 ]
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£ 900,000 ]
800.000 1
T00.000
£00.000 1

500.000 1

400,000 1

2003 2004 2005 2006 2007 2008 2008 2010 2011 2012 2013 2014 205

SFg-inventory and emission rate of electric power equi pme
in operation from 2003 — 2015 in Germany (Data of FNN, VIK, ZVEI and Solvay)

Compared to Switzerland the SF4-emission can still be reduced
The biggest lever seems to be the replacement of 15t generation controlled pressure
systems (high leakage rates)
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_ | SIEMENS
Development of arc quenching technologies

, , Oil _
Air-Magnetic 100 1 I — SF.-Puffer Type !
UuS, UK — | R
. SUNY 550 kV 63 kA | _
> 60 4 300 kV 50 kA SF¢-Selfcompression -
= [
2 Vacuum | :
= 40 145 kV 40 kA| .
- [72 kv 40 kA Vacuum CBs
SFs-double 148 &
pressure / | | | | | — >
1970 1980 1990 2000 2010 | 2020
Bulk- and Minimum-Qil CBs 420/550 kV 63 kA single-break and
up to 145 kV, leading 800/1100/1200 kV double-break per
technol ogy wunt pole from mid 1990

Air-blast CBs 800/1200 kV SF; puffer CBs (245 kV
(@XM IV IS Rl o NOTR@I25 40 KA / 300 kV 50 kA
EVA RS AV By AL VA BT single-break) from 1980

Source: Taskforce Siemens
Unrestricted © Siemens AG 2017
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Gas Insulated Switchgear: Significant reduction of
Global Warming Potential with SFs-Technology, SIEMENS
further reduction with Vacuum-Technology achieved

Model calculation for 145 kV GIS rated voltage class

94% GWP-reduction

o with SFg:

S AVery low leakage rate

> .

- Operation (SF6 losses) M sF6 production AReductlon of gas volume
Operation (Energy losses) [l Materials AShorter sealing length
Transport Recycling ADesign optimization

I Manufacturing

97% GWP-reduction
with alternative gas
solutions
ANo emissions of F-gas
AHigh recycling rates
AMiaintenance-free
operation

Closed
pressure
system

1st generation state-of-the-art Alternative

Boundary conditions: gas solution

145 kV Glliftima lyearfs; SF,: 180kg, 3% leakage rate in
operation, maintenance not included

145 k Vsta@iofgheA r tifdtime 50 years; SF4 83 kg, 0,1% leakage . . .
rate in operation: How can an alternative solution look like?
145 kV GI S AAI CleanAiraohe maiaténancelirfervil after

25years
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Switching-Technology — Which benefit offers the SIEMENS
Vacuum Switching-Technology?

A Excellent arc quenching capability and proven technology

in Medium-Voltage for many decades
A Excellent at low ambient temperature
A High number of C-O operations

A 5 Vacuum Live-Tank Circuit
Breaker 72.5 kV in operation
since 2010

Vacuum-Circuit Breakers show no discrepancies in
their performance in relation to SF-Circuit Breakers

.:
WMl (3}

Insulating Medium 100% N,
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Alternative Gas Solution SIEMENS
Clean-Air Switchgear

r 1

72.5 kV Clean-Air application for Windtower 145 kV Clean-Air GIS

A Vacuum tubes for Circuit Breaker switching

Clean-Air insulation A 80% N, and 20% O,

No Global Warming Potential (GWP) =0

Low boiling point and no liquidation at low temperatures

Known and proven material compatibility

Low requirements for transportation, installation, operation, documentation

and recycling

C-Gas-free A without risk of Carbon by-products in switching and insulating

gas compartments

A The F-Gas-regulation does not apply to vacuum/Clean-Air electric power
equipment, which reduces extensive requirements
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_ SIEMENS
Conclusion

To avoid SF;e mi s si on
All known sustainable measures have to be implemented, especially

Replacement of equipment and controlled pressure systems
which cannot be tightened

Gas handling only by certified staff

SF¢ emission can be reduced to 0.1% based on the installed SF -
Inventory, further reduction is utmost challenging

SF, respectively F-Gas replacement solutions are under
Investigation 1 first pilot projects in place
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SIEMENS
lngewuity for life

Contact

Peter Glaubitz
Chief Technology Officer and
Principal Expert GIS Technologies

Siemens AG/ EM HP GIS CTO

Freyeslebenstralle 1
91058 Erlangen (GER)

Phone: +49 9131 735010
Mobile: +49 152 2262 4064

E-mail:
peter.glaubitz@siemens.com

siemens.com
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